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Arizona Department of Environmental Quality
Drinking Water Monitoring and Protection Unit
‘Mail Code 5415B-2
1110 West Washington Street '
Phoenix, AZ 85007

Drinking Water Compliance Status Report

System Name System Type Is system consecutive?
COLDWATER CANYON 1 <l Community LIl Yes,
System ID # Non-transient Non-community to PWS #
13020 Ej Transient Non-community < No
Overall compliance status < | No major deficiencies [ 1] Major deficiencies
Monitoring and Reporting status No major deficiencies 1| Major deficiencies

Comments: The system is on increased monitoring for arsenic to monitor the arsenic treatment plant.

Operation and Maintenance status D[ No major deficiencies | [ 1| Major deficiencies

Date of last Sanitary Survey j 10-19-11 | inspector ] Deborah Schadewald-Kohler, PHX

Major unresolved/ongoing operation and maintenance deficiencies:

unable to maintain 20psi inadequate storage

cross connection/backflow problems surface water treatment rule
[ treatment deficiencies [ ]ATC/AOC ‘
] certified operator [Jother =

Comments: During the last sanitary slirvey, a recommendation was noted on operator compliance (the
operator needs to be a Grade 2 operator for treatment). The current certified operator has a Water
Treatment Grade 2 and a Distribution Grade 2 certification.

Is an ADEQ administrative order in effect? , T |Yes | | No

Comments: None

System Information

Population Served : - 1 800

Service Connections 219
Number of Entry Points to the Distribution System 1
Number of Sources 13
initial Monitoring Year » 1995
Monitoring Assistance Program (MAP) System _ 'ﬁ - X [Yes | ['] I No
Evaluation completed by | Donna Calderon, Manader AJ(_J /
Drinking Water Monitorin ction Unit
Phone 602-771-4641 Date | August 8, 2013

X' | Based upon data submitted by the water system, ADEQ has determined that this system is
currently delivering water that meets water quality standards required by 40 CFR 141/Arizona
Administrative Code, Title 18, Chapter 4, and PWS is in compliance.

1 | Based upon the monitoring-and reporting deficiencies noted above, ADEQ cannot determine if
this system is currently delivering water that meets water quality standards required by 40 CFR
141/Arizona Administrative Code, Title 18, Chapter 4, and/or PWS is not in compliance.

1 | Based upon the operation and maintenance deficiencies noted above, ADEQ cannot determine if
this system is currently delivering water that meets water quality standards required by 40 CFR

141/Arizona Administrative Code, Title 18, Chapter 4, and/or PWS is not in compliance.

This compliance status report does not guarantee the water quality for this system in the f:jture,
and does not reflect the status of any other water system owned by this utility company.

Revised March 2009




Arizona Department of Environmental Quality
Drinking Water Monitoring and Protection Unit
~ Mail Code 5415B-2
1110 West Washington Street '
Phoenix, AZ 85007

Drinking Water Compliance Status Report

System Name System Type Is system consecutive?
COLDWATER CANYON 2 Community LIl Yes,
System ID # ' Non-transient Non-community to PWS #
13192 1| Transient Non-community i No
Overall compliance status J | No major deficiencies L] | Major deficiencies
Monitoring and Reporting status X | No major deficiencies [T | Maijor deficiencies

Comments: The system is on increased monitoring for arsenic to monitor the arsenic treatment plant.

Operation and Maintenance status No major deficiencies [ [l Major deficiencies

Date of last Sanitary Survey | 10-19-11 | Inspector | Deborah Schadewald-Kohler, PHX

Major unresolved/ongoing operation and maintenance deficiencies:

[[] unable to maintain 20psi {[] inadequate storage :
[ cross connection/backflow problems [ surface water treatment rule
[[] treatment deficiencies [ ATC/AOC

[[] certified operator [ other =

Comments; During the last saﬁitaw survey, a recommendation was noted on operator compliance (the
operator needs to be a Grade 2 operator for treatment). The current certified operator has a Water
Treatment Grade 2 and a Distribution Grade 2 certification.

ls an ADEQ administrative order in effect? T TYes [ INo
Comments: None )

System Information ‘ :

Population Served | 196

Service Conhnections .1 98

Number of Entry Points to the Distribution System 1

Number of Sources ' 4

Initial Monitoring Year ' 1995

Monitoring Assistance Program (MAP) System X [VYes | ] | No

X\
( tlal)

| Evaluation completed by | Donna Calderon, Managw
Drinking Water Monitoring and Protection Unit

Phone 602-771-4641 Date { A(Jgust 8, 2013

x] | Based upon data submitted by the water system, ADEQ has determined that this system is
currently delivering water that meets water quality standards required by 40 CFR 141/Arizona
Administrative Code, Title 18, Chapter 4, and PWS is in compliance.

[0 | Based upon the monitoring and reporting deficiencies noted above, ADEQ cannot determine if
this system is currently delivering water that meets water quality standards required by 40 CFR
141/Arizona Administrative Code, Title 18, Chapter 4, and/or PWS is not in compliance.

[J | Based upon the operation and maintenance deficiencies noted above, ADEQ cannot determine if
this system is currently delivering water that meets water quality standards required by 40 CFR
141/Arizona Administrative Code, Title 18, Chapter 4, and/or PWS is not in compliance.

This compiiance status report does not guarantee the water quality for this system in the ﬁ;wre,
and does not reflect the status of any other water system owned by this utility company.

Revised March 2009




Arizona Department of Environmental Quality
Drmkmg Water Monitoring and Protection Unit
. Mail Code 5415B-2
1110 West Washington Street
Phoenix, AZ 85007

Drinking Water Compliance Status Report

System Name ' System Type le gystem consecutive?
COLDWATER CANYON 3 D(| Community U Yes,
System ID # , Non-transient Non-community to PWS #
13202 [Tl Transient Non-community DAl No
Overall compliance status : % No major deficiencies ["1 | Major deficiencies
Monitoring and Reporting status No major deficiencies [T Major deficiencies

Comments: The system is on increased monitoring for arsenic to monitor the arsenic treatment plant.

Operation and Maintenance status I No major deficiencies | U1l Maijor deficiencies

Date of last Sanitary Survey | 10-19-11 | Inspector } Deborah Schadewald-Kohler, PHX

Major unresolved/ongoing operation and maintenance deficiencies:

[] unable to maintain 20psi [] inadequate storage
cross connection/backfiow problems [] surface water treatment rule
treatment deficiencies ATC/AOC
certified operator . ; other =

Comments: During the last sanitary survey, a recommendation was noted on operator compliance {the
operator needs to be a Grade 2 operator for treatment). The current certified operator has a Water
Treatment Grade 2 and a Distribution Grade 2 certification..

Is an ADEQ administrative order in effect? [0 |Yes | ['No
Comments: None ' v

System Information

Populétion Served - 83

Service Connections 47
Number of Entry Points to the Distribution System ' ' 1
Number of Sources 2
Initial Monitoring Year 1995
Monitoring Assistance Program (MAP) System //—,-:a\}\ DA TYes | [] | No
Evaluation completed by Donna Calderon, Managék%?:/'az
Drinking Water Monitoring an ection Unit
Phone 802-771-4641 Date - | August 8, 2013

X | Based upon data submitted by the water system, ADEQ has determined that this system is
currently delivering water that meets water quality standards required by 40 CFR 141/Arizona
Administrative Code, Title 18, Chapter 4, and PWS is in compliance.

[} | Based upon the monitoring and reporting deficiencies noted above, ADEQ cannot determine if
] this system is currently delivering water that meets water quality standards required by 40 CFR
141/Arizona Administrative Code, Title 18, Chapter 4, and/or PWS is not in compliance.

[ | Based upon the operation and maintenance deficiencies noted above, ADEQ cannot determine if
this system is currently delivering water that meets water quality standards required by 40 CFR
141/Arizona Administrative Code, Title 18, Chapter 4, and/or PWS is not in compliance.

This compliance status report does not guarantee the water quality for this system in the future,
and does not reflect the status of any other water system owned by this utility company. ~

Revised March 2009




